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TYPICAL PEDESTRIAN RAILING

321

NOTES:

1. PIPES SHALL BE ALUMINUM AND MEET ASTM B241/B241M-02 OR B429-02 ALLOY 6063-T6 SCHEDULE 40 (STD PIPE).

2. WIDTH PER RZC APPENDIX 2 IN TABLE 1 AND 2..
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 STANDARD  DETAILS
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